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The Manager Date L 27-12-2011

Ji_ndal MechlnolBricks Pvt. Ltdl. Date of Reciept : 17-12-2011

th‘la?.ge BEIC"'I Distt. PartyRefNo - NIL

Jhajjar, Hariyana 2

Sample Description:-TILES T/C (9"X 4.5"), (40 mm THICK)
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1.PARAMETER W b
Cémpresswe Strength, Kg/fem? 1 625.0 15:3495(P-1)-g2
2 Compressive Strength, Kg/fem? 16326 15:3495(P-1)-92
3 Compressive Strength, Kgiem? ©610.0 15:3495(P-1)-92
4 Compressive Strength, Kglfem?® (6157 18:3495(P-1)-82
5 Compressive Strength, Kg/em?® 1 826.9 18:3495(P-1)-92
6 Woater absorption, (%) 7.4 1S:3495(P-2)-92
7 Water absorption (%) 1 8.8 15:3495(P-2)-92
& Waler absorption, (%) 281 15:3495(P-2)-92
9 Water absorption (%) :89 15:3495(P-2)-92
10 Water absorption (%) 110.3 18:3495(P-2)-92
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